= one foot
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16
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MAIN BRANCH. SEE NOTE (1)
MARK | FUNCTION TYPE CFM | MAX | SIZE |BORDEROR| MATERIAL EINisH | access. | MANUFACTURER | ABBREVIATION.
@rqﬁ_mxvmﬁ___,m_._w_ o<z>_,__..muw_.w_%m% RECTANGULAR SUB BRANCH RANGE| N.C. |(NCHES)| FRAME | ALUM. | STEEL ‘| & MODEL NO. E  ELECTRICAL CONTRACTOR HP  HORSEPOWER 4X  NEMA 4X V. VOLTAGE
s OR MAIN BRANCH DUCT SQUARE " M MECHANICAL CONTRACTOR KW  KILOWATTS PH  PHASE VFD  VARIABLE FREQUENCY
SEE NOTE R SUPPLY SACE 0-100| 25 6" O 12 x 12 N STND. ) KRUEGER SERIES ]
A SEE PLANS FOR SIZES NOMINAL PNL NECK | SURFACE WHITE 1400 | INTEGRAL WITH EQUIPMENT MR PER MANUFACTURER'S RE  REVERSING DRIVE
RECTANGULAR -~ SQUARE _ . C  COMBINATION STARTER AND RECOMMENDATION RV REDUCED VOLTAGE 28 TWO SPEED
5 SUPPLY ACE 101 - 8" g 12 x 12 " STND. ) KRUEGER SERIES ]
SUB BRANCH \ oW 7 NOMINAL PNL | 230 NECK | SURFACE WHITE 1400 SAFETY SWITCH NF  NON-FUSED SF FUSE HOLDERWITHSWITCH  3S  THREE SPEED
N\
AN BRANGH T Vs ﬂw . <UrpLy mwmm/m_m 21 | o o 12 x 12 . STND. - KRUEGER SERIES A CB  CIRCUIT BREAKER NR  NON-REVERSING SS  SAFETY SWITCH
T FLOW / ROUND SUB BRANCH DUCT NOMINAL PNL | 400 NECK | SURFACE WHITE 1400 FV  FULL VOLTAGE N1 NEMA 1 SH  HP RATED SWITCH
= FLA FULL LOAD AMPS 3R NEMA 3R ST  THERMAL ELEM. SWITCH
5 suppLy | FXEDDEFL. | ool e | s DUCT " STND. | ,op |KRUEGER SERIES ]
SEE NOTE @ _ AN BRANGH VOLUME DAMPER FURNISHED 0° BLADE MOUNT WHITE | 2P 580 REFER TO SPECIFICATIONS FOR ADDITIONAL REQUIREMENTS
A WITH TAKE—OFF FITTING
FLOW SEE NOTE @ c RETURN/ | PERF.PANEL [ oo | oo | 1, o, | 12x24 “ STND. ] KRUEGER SERIES 4 RATING DISCONNECT MOTOR STARTER
A EXHAUST | 12x 24 FACE SURFACE WHITE EGC5 MARK DESCRIPTION FURNISH/ RATING | FUSE FURNISH/ | TYPE/ REMARKS
= | exuaust | PERFPANEL [ ool oo | o, o | SURFACE | STND. | | KRUEGER SERIES 4 toap | v | eu | NSTALL | TYPE | (amps) | sizg | ENCL-| INSTALL | NEMA | ENCL.
KEYNOTES: 6 x 6 FACE MOUNT WHITE EGC5
CU-1 | CONDENSING UNIT |27 FLA| 208 1 E/E ss 60 MR 3R M/M - -
@ DUCT SPLITS TO DIVIDE FLOW SHALL BE PROPORTIONATE TO SUM TOTAL OF BRANCH DUCT
CFM SHOWN ON FLOOR PLANS. REMARKS: CU-2 | CONDENSINGUNIT |20FLA| 208 1 E/E SS 60 MR 3R M/M - -
1. PROVIDE SPECIFIC NOISE CRITERIA (NC) DATA FOR EACH LINE ITEM WITH SHOP DRAWINGS.
(2) ELBOW RADIUS, TAKE-OFF ANGLE AND TRANSITION ANGLE SHALL BE PER SMACNA OVIDE SPECIFIC NOISE C (NC) OREAC SHO GS —
RECOMMENDATIONS. EF-1 EXHAUST FAN :_um 120 1 E/E SH 20 MR 3R M/M - - 1
@ ROUND DUCT TAKE—OFFS FROM RECTANGULAR DUCTS MAY BE MADE WITH EITHER A HIGH 1725
EFFICIENCY FLANGED AND GASKETED FITTING OR A SPIN—IN TYPE FITTING. THE MOUNTING EF-2 EXHAUST FAN e | 120 1 E/E SH 20 MR 3R M/M ; ; 1
GROOVE SHALL BE SO CONSTRUCTED AS TO ENSURE CONSTANT FIT CONTROL. BALANCING
DAMPERS SHALL BE FACTORY INSTALLED WITH SPRING LOADED RETRACTABLE BEARINGS 1/25
AND A POSITIVE LOCKING WING NUT FOR EASY READJUSTMENT WHEN NEEDED. FITTING FAN AND HOOD SCHEDULE EF-3 EXHAUST FAN HP 120 1 E/E SH 20 MR 3R MM - - 1
SHALL BE FULLY GASKETED ON ALL FLANGES AND CORNERS FOR HIGH EFFICIENCY
TAKE—OFF FITTINGS AND MASTIC SEALED AND TAPED FOR SPIN—IN TAKE—OFF FITTINGS. Ery.1 | ENERGY RECOVERY | 125 | . ; EIE ss 30 MR N1 MM ] ]
VENTILATOR FLA
ALL ELBOWS SHALL BE RADIUS TYPE, EXCEPT WHERE SPACE RESTRICTIONS NECESSITATE MARK |  SERVES TYPE cem | EXT- | FAN | oowe | MAX | VARIABLE | MANUFACTURER | oo\ o
13.6
USING 90" MITERED VANED ELBOWS. S.P. | RPM SONES | CONTROL | & MODEL NO. F-1 FURNACE FLa | 120 1 E/E ss 30 MR N1 M/M - -
(5)  VOLUME DAMPERS SHALL BE PROVIDED ON ALL LOW PRESSURE SUPPLY DUCT BRANCHES er1 | Ems cLoser | ROOFMOUNIED | 340 | 020" | 1550 |DIRECT | 4.8 . R 1 .
AND ON ALL RETURN AND EXHAUST DUCT BRANCHES. F-2 FURNACE S | 120 1 E/E Ss 30 MR N1 M/M - -
DIRTY ROOF MOUNTED GREENHECK
EF-2 260 | 0.20" | 1550 |DIRECT| 4.2 - 1
HOLDING CENTRIFUGAL G-075-D OWH.A oozﬂmmﬁ_% m<_<~>4mx seia | 120 ] e SH 20 VIR N MM ) )
TYPICAL LOW PRESSURE DUCT DETAIL /1 73 | lomace | GeNTRIFUGAL | 0 [025"| s |oeet| 4z |- | ORI |
WS-1 | WATER SOFTENER - 120 1 - - - - - - - - RECEPTACLE
NO SCALE M1.1 _ M2.1 EH-1 ERV-1 EXHAUST HOOD | 360 |0.10"| - - ; NA oMmMmzhw%x HOT WATER RECIRG
PP-1 NP “ 16 HP | 120 1 E/E SH 30 MR N1 MM - -
REMARKS: 00
1. SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA. WH WALL HEATER WATT | 120 ] MM ) ) ) ) INTEGRAL
FLEXIBLE DUCT TO ELBOW s DISCONNECT
\ (3'—0" MAX. LENGTH) GENERAL NOTES:
A. CONTRACTOR SHALL VERIFY/COORDINATE ALL RATINGS FOR EQUIPMENT SUPPLIED BY THE SELECTED MANUFACTURER. WHERE SUCH
DOMESTIC HOT WATER HEATER SCHEDULE (GAS RATINGS ARE OTHER THAN AS INDICATED ON MECHANICAL/ELECTRICAL COORDINATION SCHEDULE, DISCONNECTS, MOTOR STARTERS,
A v OVERCURRENT DEVICES AND RELATED REVISIONS SHALL BE PROVIDED ACCORDINGLY. THE CONTRACTOR THAT FURNISHES EQUIPMENT
90" INSULATED SHEET WITH RATINGS OTHER THAN AS INDICATED SHALL BE RESPONSIBLE FOR ALL COORDINATION AND COSTS FOR REVISIONS TO ACCOMMODATE
METAL ELBOW STORAGE | RECOVERY [TEMPERATURE| GAS INPUT DESIGN MANUFACTURER SELECTED EQUIPMENT.
MARK REMARKS B. ALL FRACTIONAL HORSEPOWER MOTORS SHALL BE PROVIDED WITH INTEGRAL OVERLOAD PROTECTION.
CAP. (GAL) (GPH) RISE (BTUHR) | PRESSURE & MODEL NO.
C. HORSEPOWER RATED SWITCHES (SH): FOR 120 V MOTORS LESS THAN 1/2 HP, PROVIDE FUSEHOLDER WITH SWITCH, FUSED PER
DWH.A 50 116 100° F 100.000 150 PS| A.O. SMITH CYCLONE 1 MANUFACTURER'S RECOMMENDATION AND NEC REQUIREMENTS. FOR 120 V MOTORS RATED 1/2 HP OR 3/4 HP, PROVIDE HP RATED TOGGLE
_ BTX-100 SWITCH (WHERE BRANCH CIRCUIT OVERCURRENT DEVICE MEETS NEC REQUIREMENTS FOR SHORT-CIRCUIT PROTECTION) OR FUSED
SAFETY SWITCH.
REMARKS:
1. EXHAUST FAN MOTOR SHALL BE FACTORY WIRED TO WEATHERPROOF JUNCTION BOX INTEGRAL WITH FAN. ELECTRICAL CONTRACTOR TO
REMARKS: PROVIDE WEATHERPROOF HORSEPOWER RATED SWITCH (SEE GENERAL NOTES ABOVE).
1, SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA. ) LOCKABLE DISCONNECT SHALL BE FURNISHED INTEGRAL WITH VED
SUPPLY AR 3. DISCONNECT AND STARTER FURNISHED BY ELECTRICAL INTEGRAL WITH MOTOR CONTROL CENTER.
DIFFUSER
MARK |  SERVES TYPE eem | HEAP | pem | eFFiciency | MANUFACTURER REMARKS
NOTE: FT. & MODEL NO. MARK TYPE INPUT | OUTPUT ANNUAL FUEL COOLING CAP. MBH CFM EXT. MANUFACTURER REMARKS
WV_WCO%MW._.,\R_OMM_M .Mw_OWNWM—MWC_@‘W._.mV_W_u_WCOmﬂ—M TO AND INCLUDING PP DOMESTIC HOT HOT WATER o5 11 2050 GRUNDFOS ] MBH MBH UTILIZATION EFF. TOTAL | SENSIBLE S.P. & MODEL NO.
: WATER RECIRC. PUMP : _ ) UP15-18B7
F-1 VERTICAL 100.0 93.0 92.0% 46.8 269 | 1540 | 060" | L. Amw%ﬁuw@m A 1,2,3
TRANE
- 0, "
DIFFUSER _CONNECTION DETAIL /27 r2 | vermoaL | s00 | 740
NO SCALE M1.1 _ M2.1 1 SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA. REMARKS:
1, SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA.
2. PROVIDE 1" FILTER AND FRAME.
3. PROVIDE CASED EVAPORATOR COIL SIZED FOR NOMINAL COOLING CAPACITY LISTED.
MARK EXCHANGE CAP. GRAINS FLOW RATE GPM SALTCAP. | MANUFACTURER | __ . . o ELECTRIC WALL HEATER SCHEDULE
MAX. MIN. CONT. PEAK LBS. & MODEL NO.
20@150PSI | 37 @ 25.0PSI CULLIGAN HI-FLO 22,
1| e0@30LBS 40 @12 LBS
WS-1 @ @ LOSS LOSS 375 WS-060 ! MARK TYPE ARRANGEMENT | CFM A_H._MUM_.%V Mxm : __Mw”_\_ gw.z_,“_ﬁwmm Fn_ﬂmx REMARKS
WH-1 WALL HEATER SURFACE MOUNT 100 1.8 - ; QMARK AWH3180 1,2
REMARKS:
1. SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA.
REMARKS:
1. SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA.
2. PROVIDE INTEGRAL DISCONNECT AND THERMOSTAT, SURFACE MOUNTING FRAME AND 14 GAUGE SECURITY FRONT COVER.
NOMINAL | AMBIENT MANUFACTURER
MARK | SERVES | 1onscLG. | TEMP. & MODEL NO. REMARKS
CU-1 F-1 4.0 95°F | TRANE MODEL 4TTR3048A 1,2
cu2 | F2 3.0 95°F | TRANE MODEL 4TTR3036A 1,2
REMARKS:
1. SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA.
2. PROVIDE 14 SEER (MINIMUM) AND R-410A REFRIGERANT.
SUPPLY FAN EXHAUST FAN | SUMMER AIR CONDITIONS | WINTER AIR CONDITIONS MANUFACTURER
MARK REMARKS
CFM | EXTSP | CFM | EXTSP | OA. E.A. S.A. O.A. E.A. S.A. & MODEL NO.
ERV-1| 400 0.50" 360 050" | 95°F | 75°F | 83°F | 7°F | 72°F | 42°F |GREENHECK MINIV-450 1
REMARKS:
1. SEE MECHANICAL/ELECTRICAL COORDINATION SCHEDULE FOR ELECTRICAL DATA.
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